Fire Pump Submittal Checklist

Submitted Documents to include the following information:
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Scaled floor plans of the building, identification of pump room and construction
rating.

Manufacturer’s details provided.

Model number details provide.

Manufacturer’s specification sheet{s.

Documentation that all components are listed.

GPM rating.

Head rating.

RPMs.

Piping size and type.

OS&Y valve in suction pipe detailed.

Size of suction pipe and type.

Check valve in pump discharge assembly.

Eccentric taper reducer for suction detailed.

Vortex plate provided when stored water is used.

Indicating valve on system side of check valve.

Pressure relief valve located hetween pump and pump discharge.
Wiring detail.

Floor drain detail.

Pump room door directly to the outside.




